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Series 3300-T

Sliding Glass Door
w/ Thermal Break Frame
"IMPACT"

GENERAL NOTES

This product has been evaluated and is in compliance with the 7th Edition (2020) Florida
Building Code (FBC) structural requirements including the "High Velocity Hurricane Zone"
(HVHZ).

Product anchors shall be as listed and spaced as shown on details. Anchor embedment to
base material shall be beyond wall dressing or stucco.

When used in the "HVHZ" this product complies with Section 1626 of the Florida Building
Code and does not require an impact resistant covering.

When used in areas requiring wind borne debris protection this product complies with FBC
Sections 1609.1.2 & R301.2.1.2 and does not require an impact resistant covering. This
product meets missile level "D" and includes Wind Zone 4 as defined in ASTM E 1996 and
FBC Sections 1609.1.2.2 & R301.2.1.2.1.

For 2x stud framing construction, anchoring of these units shall be the same as that shown
for 2x buck masonry construction.

Site conditions that deviate from the details of this drawing require further engineering
analysis by a licensed engineer or registered architect.

This product meets water infiliration requirements for "HVHZ".

Aluminum components, including fasteners, shall meet the requirements of FBC Section 2003.

Gaskets shall comply with FBC Section 2411.3.4.

TABLE OF CONTENTS

DESCRIPTION

Typical elevations, design pressures and general notes
Horizontal cross sections

Vertical cross sections

Buck and frame anchoring

Components

Bill of materials and glazing details

SHEET#

oA |WIN|—

182" MAX FIN WIDTH

180" MAX FRAME WIDTH

Y

‘ / o 7
Vi a 7
e
[ —
=
5 2
m
> =
zZ
= = X o
x & o
: % 0
<
L =
N =
— o
L
7 7 7
/4// Va ya
MAX OVERALL DESIGN PRESSURE (PSF)
PANEL D.L.O. GLASS TYPE
DIMENSION DIMENSION POSITIVE | NEGATIVE
+40.0 -50.0
62.0" X 118.25" | 55.0" X 112.75" G1, G2
+50.0* -50.0

*Requires 3" sill pan.

813.659.9197

CA .
//, o

BUILDING CONSULTANTS, INC.
P.0. Box 230, Valrico, FL 33595
Phone No.:

FBPE Registry No. 9813

August 10, 2020

Lyndon F. Schmidt
P.E. No. 43409

, DESIGN %W

FLEETWOOD
Series 3300-T
PRESSURES & GENERAL NOTES

TYPICAL ELEVATION

PRODUCT:

JK | PART OR ASSEMBLY:
JK
Y

DAC
LFS

REVISIONS

8/06/15| REVISE NAME & G1 GLAZING DETAIL

1 [04/22/15 [UPDATE TO 5TH ED. (2014) FBC

NO. DATE

4 |8/10/20 |UPDATE TO 7TH ED. (2020) FBC
3 |08/08/17 |UPDATE TO 6TH ED. (2017) FBC

2

DATE: 4/4/14

SCALE: ~ N.T.S.

DWG. BY: JK

CHK. BY: LFS

DRAWING NO.:
FL—15560.12

sHEerT 1 oF 6

© 2014 R.W. BUILDING CONSULTANTS INC.



TON SANVLAINSNGD aNIaTIing "M'd v LOo2 Q@

C186 ON Ansibey 3484 SNOISIATY
£616°6S9°CL8 I"ON euoyd mzo.@mmww@moﬂﬁ Ag Ava JONf «f .1l X 6_
S6SEE 14 ‘OOUIDA ‘0£Z X0g "O'd \Sv AP 084 (y102) 03 HIG OL 3vadn| si/zz/vd 1 || 4|3 Yl 9.
"ONI ‘SINVLINSNOD ONIGTING Wmu KIBN3SSY 90 1dvd [ yr | Tivi3d ONIZVID L9 % JAVN 3SIA3d |GL/90/8 | 2 | < _M 8|5
4,::0_::: , 1—005¢ sauses S41 084 (£10z) "03 HI9 Ol 31vadn| £1,/80/80] £ | g w 2_
////k@J..ZO\Q \\\\ 60vEH 'ON ‘3I'd GOOML3T T ova| 944 (020Z) 'd3 4iL OL 31vddn | 02/01/81 ¥ Bl Ele |
///Q ...n&ﬂmm.ﬂ..m...@&\\\\ IPIWYDS ‘4 UOpUAT g m slelE|BE
PI¢ - S 7. :Ag pesodesd sjuswnosog +1oNaodd S ElS W %
~ . 020Z "0l 3isnbny
£ P NS
- . BOVEYON § =
\\ ‘». l‘ ,,,
T e NI A
7, Sy zmo ool> N\
\\\\&Q\s-nooot.\'w ////
717, $HOS T W
T =
]
1
. G
. o~ ! 2}
i\ (L] I o M“w
£ L) o] 2|5
g - 5 - = OIS
3 & O 32
£ @\\ o— =g
¥ _® 2 ; 315
x o * 38 =3 Qe
@ N oc 8 o u =13
koo m O 0 — oel2
25 2 op
g £ Mn.. ﬂ — , N
o v o~ = ) W
g o 4
% % | S 3 D
4 EC @/ = x \O x
= OO0 o O O
O=0 V o 4 o
Z - T w &=
x 5 Z o5
M b
3 A R
Hogql D
£ MR &
i m
58]
@ =
o
®_
\Y
) T e
1l D@
X D @ Ve
§ L "®
2
H =
© o ~ 1 - Q
| ® R
o %
o} 7]
S « o Olc
D A [ ] | Bl &8
m i i} O 13}
= & N - 1=
/V/,/ P—.m H v m m
=z . <|Q
‘ 1 s
L@ &2
0 x|
3 @®
LRy 1l p— PN
mw
. X
[ - —
i
N b 9
h (53]
@/ . 4 ..M
//// Aq. ) ry N ] ;Vv., T
Zo
S
—

BmpeL-11'0955L-14\(0202) 095SL T\sBumeiq - J\siooq ored BUIPHS 0955 L-14\sferoiddy 1onPOId BPLOIS - VALNINVINYId POOMIBRI\SIUBIID\IGMILOIPA\



TON SANVLUINSNDGD ONIGTIinNg "M'd dLDoZ2 @

T186 'ON Ansibey 3dad SNOISIATY
L616'659°€L8 ¥ON ououd NOILYZS 55040 18 IV TN | | ol o
$6GEE T4 ‘O9UIPA ‘0£Z 08 ‘O'd § e 084 (7102) 03 HIS ol dvadn| i/zz/vd & || 1|S|L| o
"ONI ‘SINVLINSNOO ONIQING @ "KTGNISSY_80 18vd | WP | Ivi3d ONIZYIO 19 % JWWN JSIA34]SL/90/8 | 2 | M .89
cﬁzéhtt /) 1-00€C saues SA1| 084 (£10z) "3 HI9 OL 31vadn| £1/80/80] £ | ~| | |22 3_
W 4@) O\Q /y, 60¥CH ‘ON ‘3'd AOOMLIT1 ova 583 (020¢) a3 WL OL Avadn|  0z/0i/8 | ¥ lEle
2 Loﬁoﬁb 4, PIWyYSS ‘4 uopuk] i m slIED|BE
hl&... .... ¥ 2 :Ag pespdesd sjuewnoog ‘1LoNQ0odd SI81&1|5 m &
N ~L~ 020 0L snbny
Exi ¥
F . e0vEr ON =
“\ Y s III
”, ot-o 3 o >
“, &Q\W@zmoWs/ ////
%1y WHOS 2\
I
=
z
o
><
S
o= g
E
2
&
O
[ il
a
V4
O
O
o
V4
O
O
.
O
[
=
O
)
X
L.
(274
INIWQ3aW3 O
‘NIW.SZ'L i
o -
< <
Z
Q
&
e}
< @
& D @G
- Ll ,
7 T 4
’ o
_ o =
_IIITI-IL — v ” e ﬁ_.rb.
-~ ———— - L]
= °® N i
_ I v Od
C o .w
g @ o1 KO
=T ® ® 3|3
= P A O
“ = ~ " m
——Jl/® &[]/ - &2
7 >IN
! ; 4 V mw
i @ o m o
& : ,
~
o
QO
R INIWQa3EWS |
— NIW.SL'L
&S

BMP'EL-11'0955L-14\(0202) 0955 L TH\sBumelq - D\s100q olted Buipils 0955 L-T4\slerciddy 1onpoid epLold - VALNINVINYIA POOMIBRIINSIUSHD\IGMALOIP\



\\dcOT\rwbc\Clients\Fleetwood PERMANENT\A - Florida Product Approvals\FL-15560 Sliding Patio Doors\C - Drawings\FL 15560 (2020)\FL-15560.11-13.dwg

Sliding Glass Door

CONCRETE ANCHOR NOTES:

1. Concrete anchor locations at the corners may be adjusted fo maintain the min.
edge distance to mortar joints.

2. Concrete anchor locations noted as "MAX. ON CENTER" must be adjusted fo
maintain the min. edge distance to mortar joints, additional concrefe anchors
may be required to ensure the "MAX. ON CENTER" dimension are not exceeded.

3. Concrete anchor table:

o 14" 1-1/4" (Jambs)
ULTRACON+ 1-3/4" (Head/sill)
WOOD SCREW INSTALLATION NOTES:

1. Maintain a minimum 5/8" edge distance, 1" end distance, & 1" o.c. spacing of
wood screws to prevent the splitting of wood.
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BILL OF MATERIALS

ITEM # | DESCRIPTION MATERIAL

A | 2XFRAMING SG >=0.55 WOOD

B | 2XBUCK $G >=0.55 WOOD

C | 1/4"MAX. SHIM SPACE -

D |1/4"X2-3/4" DeWALT PFH CONCRETE SCREW STEEL

E MASONRY - 3,000 PSI MIN. CONCRETE CONFORMING TO ACI CONCRETE

301 OR HOLLOW BLOCK CONFORMING TO ASTM C90

F #10 X 2" PPH SMS (1-7/8" MIN. EMBEDMENT) STEEL

G | #10X2-1/2"PPH SMS {1-7/8" MIN. EMBEDMENT) STEEL

H | #10X1"PFH SMS STEEL

J #8 X 3/4" PPH SELF-DRILLING SMS STEEL

L 1/4-20 X 1/2" MACHINE SCREW STEEL

M | 1/4"X 3-1/4" DeWALT PFH CONCRETE SCREW STEEL

] HEAD W/ NAIL FIN 6063-T6 ALUM
2 | SIL 6063-T6 ALUM
3 | JAMBW/NAILFIN 6063-16 ALUM
4 |LOCKSIILE 6063-T6 ALUM
5 | FIXED STILE 6063-T6 ALUM
6 | TOPRAIL 6063-T16 ALUM
7 | SLIDING BOTIOM RAIL 6063-T16 ALUM
8 FIXED BOTTOM RAIL 6063-T6 ALUM
9 | HP INTERLOCK 6063-T6 ALUM
10 | FIXED INTERLOCK 6063-T6 ALUM
11 | HEAD CLOSER 6063-T6 ALUM
12 | FALL JAMB 6063-T6 ALUM
13 | SLIDING BOTTOM RAIL WEATHER STRIP -

14 | LOCK STILE SPREADER 6063-T6 ALUM
15 | BOTTOM RAIL SPREADER 6063-T6 ALUM
16 | TOP RAIL ISOLATOR 6063-T6 ALUM
17 | ISOLATOR 6063-16 ALUM
18 | S.S.TRACK SS

19 1 2 FINGER VINYL -
20 | SMALL FINSEAL -

21 | LARGE FINSEAL -
22 | GLAZING VINYL {9/16" OR 1") SCR-900, 80 DUROMETER (TREMCO) -
23 | SILLISOLATOR 6063-T6 ALUM
24 | ROLLER ASSEMBLY -
25 | STRIKE PLATE ASSY.(JAMB) -
26 | LATCH ASSY.[JAMB){Archetype Latch) -
27 | LATCH ASSY.{JAMB){Archetype Narrow Latch) -
28 | SPACER (Archetype Narrow Latch) -
30 | THERMAL BREAK (Liquid Polyurethane by Azon, USA) -

31 | FIXED INTERLOCK BLOCK -

32 | 3"X4"L-BRACKET 6063-16 ALUM
37 | SILLPAN ALUM

11/16" GLASS
BITE r

@ GLAZING DETAIL

11/16" GLASS _
BITE

I {
()|

]

— 1-1/16" GLASS THICKNESS

_— 5/32" ANNEALED GLASS

\;i 0.090" SENTRYGLAS® INTERLAYER
N 5/32" ANNEALED GLASS

\
ALUMINUM SPACER \

1/4" TEMPERED GLASS A

VINYL GASKET (TREMCO)

9/16" GLASS THICKNESS

1/4" ANNEALED GLASS
0.090" SENTRYGLAS® INTERLAYER

1/4" ANNEALED GLASS

VINYL GASKET {TREMCO)

G2 GLAZING DETAIL

NOTE: GLAZING > 36" WIDE REQUIRES AT LEAST TWO (2] SETTING
BLOCKS CONFORMING TO FBC SECTION 2411.3.3.1.
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